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SANTA BARBARA COUNTY CERTIFIED UNIFIED PROGRAM AGENCY

x225 Camino del Remedio, Santa Barbara, CA 93110 | (805) 681-4900 | Fax (805) 681-4901
U 2125 S. Centerpointe Pkwy., Rm 333, Santa Maria, CA 93455 | (805) 346-8460 | Fax (805) 346-8485

DOUBLE-WALLED UNDERGROUND STORAGE TANK INSPECTION REPORT
NOTICE TO COMPLY / NOTICE OF VIOLATION

Facility Name: ‘:lﬁ/ /D F é/ /,;'/ 4‘ Date: fz ZEZJ EZ Inspected By: d’/pﬂ Z Ay
Site Address: Z‘_'Z S. Lo déZf& éM CERS ID: Q ZQZ!zi ICC #: 148

Specialist Signature: Z N e

Ci
i 7 ¥ ShaigY
Facility Contact/Consent Given By: Title: &% For. §EPhotos 3 Sampling SdDocument Review
The following Code sections are either in violation (Class 1, Class 2, Minor) of, or, in cordpliance (C) with the Underground Storage Tank laws and regulations as codified in Cal. H&SC, Ch.

6.7 and Cal. Code of Regulations, Title 23, or compliance is not applicable, not addressed, or unknown (N).

VA 4
VY 7&ZyX-
g/y $ Class A C10, C34, C36 or C61, or tank tester license?

Expires:
Expires:

Designated UST Operator - Name:
Contractor trained? — Name: #
Monitoring System Training Verification: i Expies: = S/ 2m/4 T

Other Applicable Certifications. gl Expires: 27 Other Applicable Certifications: Expires:
Monitoring System Panel Manufacturer Name: ¢ » A, Version/Model #: £.5 352
Last SB989 Test Done: D/A Passed?  am TankID:  f Tank ID: Tank ID: Tank ID: Tank ID:

Next SB989 Test Due: p/é Contents: Y I

Tank System BOE# ¢4 ywof 32 b vl /\ install Date: 2
Size: 4 [
N

Vi REQUIREMENTS

RECORD
H001 | Facility has a valid Permit to Operate from the CUPA. HSC 6.7 25284 23 CCR 2711(c)
H068 | Owner/Operator retained a readily accessible paper or electronic copy of the permit to operate. 23 CCR 2712(j)
H002 | Complete and accurate UST Operating Permit Application has been submitted to CERS. 23 CCR 2711; HSC
6.7 25284, 25286
H003 | Facility has an approved Monitoring Plan on CERS. 23 CCR 2632(d)(1), 2634(d), 2641(h)
HO05 | A current facility plot plan is maintained and has been submitted to CERS. 23 CCR 2632(d)(1)(C), 2641(h),
2711(a)(8)
H022 | As-built plans for new installations or with the permit application have been submitted. 23 CCR 2635(c)(8),
2711(a)(8) X
HO071 | Failure to have current UST Monitoring Plan readily available at the facility. 23 CCR 16 2712(i)
HO054 | Submitted/maintained current Certificate of Financial Responsibility/mechanism of financial assurance. 23 CCR
2711(a)(11); 23 CCR 18 2808.1, 2809-2809.2; HSC 6.7 25292.2(a); HSC 6.75 25299.30 25299.34 X
1@’1 Facility has an approved UST Response Plan on CERS. 23 CCR 2632(d)(2), 2634(e), 2641(h) 2,
HO70 | Current UST Response Plan submitted, readily available at the facility. 23 CCR 2712(i), 2632(d)(2), 2634(e), x
2641(h)
H072 | Facility has a current written owner/operator agreement. 23 CCR 2620(b); HSC 6.7 25284(a)(3)(A) & (B)
H007 | Owner/Operator has a DO and/or informed the CUPA of any change(s) within 30 days. 23 CCR 2715(a)
H056 | The owner/operator has failed to maintain a copy of the designated operator monthly inspections for the last 12
months on site or off site at a readily available location, if approved by the CUPA. 23 CCR 2715(¢) X
(E057 DO conducted the monthly inspection, reports are complete and all employees have been trained in 2
accordance with 23 CCR 2715(f)(2). 23 CCR 2715(c){Z)
H058 | List of employees trained by the DO properly maintained. 23 CCR 2715(f)(3)
HO77 | Owner/Operator received approval and has implemented a fraining program at an unstaffed facility. 23 CCR
2715(f)(2)
H060 | UST records of monitoring, testing, repairing, and closure maintained. HSC 6.7 25293
HO061 | At least one employee is present during operating hours that has received DO training. 23 CCR 2715(f)(2)
H062 | Records of monitoring and maintenance and appropriate follow-up actions are maintained. 23 CCR 2712(b)
H064 | Monitoring, maintenance, repairs, linings, and upgrade records maintained for life of UST. 23 CCR 2712(b)

(2]

=N

P PR, (R

S

|| % PRy

H006 | Owner/Operator has not made false statements, certifications, or representations on documents. HSC
6.7 25299(a)(8) and/or 25299(b)(7)

HO75 | Any unauthorized release from the primary containment recorded. HSC 6.7 25294

HO069 | Records of cathodic protection systems testing maintained. 23 CCR 16 2712(b

¢ 2% [P e

Leak detection equipment tested by qualified service technician annually. 23 CCR 2638(a) & (b), 2641(j), ‘
2715(i)
HO09 | Annual Monitoring System Certification Fngo the CUPA with 1c 30 days of compleﬁon of the test. 23 CCR x

2638(d), 2641 () ta 30 A
H010 | Secondary containment testing conducted by quahﬁed personnel every 36 months. 23 CCR 2637 ¥
HO011 | Secondary containment test results submitted to the CUPA within 30 days after the test. 23 CCR 2637(e) X
H012 | Spill bucket tested annually. HSC 6.7 25284.2 X
CUPA was notified within 48 hours prior to testing. 23 CCR 2637(f), 2638(e), 2643(g), 2644.1(a)(4 4
GENERAL MONITORING

Leak detection system maintains continuous monitoring that activates an audible/visual alarm. 23 CCR
2632(c)(2)(B), 2634(d)(1)(a), 2636(f)(1)

Revised: 04/24/2018



Double-Walled Unde:ground Storage Tank - Inspection Report/Notice to Comply/Notice of Violation

Facility Name: i 0; 64//5}(& Date: e ’f’l—‘ 19

Site Address: - Page 2 of _ &

Golrdh, Zn 9317 ] gwé—,

=i
Tank ID: ¢ Tank ID: Tank ID: Tank ID: Tank ID:
1 1 1 1 1

Vi REQUIREMENTS 2 Nj2/Ci{Nj2|C|Nj2|C|Njz2|C|N

H024 | Annular space of USTs are continuously monitored with an audible and visual alam system 23 CCR 2631(g),

2632(c)(2)(A) & (B)

H025 | | eak detection equipment properly installed, calibrated, operated, and maintained. 23 CCR 2638(a), 2641(j)

H029 | Tag/sticker affixed on monitoring equipment being certified, repaired/replaced. 23 CCR 2638(f), 2641(j)

H031 | UST system constructed with a monitoring system capable of detecting entry of a hazardous substance into

secondary containment. HSC 6.7 25291(b)

H032 | |eak detection equipment is located so that leak is detected at the earliest possible opportunity. 23

CCR 2630(d), 2641(a)

H036 | Leak detection equipment has not been tampered with or disabled. HSC 6.7 25299(a)(9)

H037 | System has a monitoring system capable of detecting entry of a hazardous substance, or wa?r, into secondary

containment. HSC 6.7 25290.2(d)

H039 | Line Leak Detection (LLD) installed on pressurized piping system. 23 CCR 2636(f)(2); HSC 6.7 25290.1(h),
25290.2(g), 25291(f), 25292(¢) M lLD L .P

q Fi041¥ Interstitial space of the UST is under constant VPH monitoring. HSC 6.7 252901 (e)

2 | VPH system has a monitoring system that can detect entry of a hazardous substance in either liquid/vapor

phase, or water, into secondary containment. HSC 6.7 25290.1(d)

HO85 | Tank system primary containment is constructed, operated, and maintained product-tight. 23 CCR 2631(a);

HSC 6.7 25290.1(c)(1), 25290.2(c)(1), 25291(a)(1) X

H088 | Striker plate installed and positioned correctly. 23 CCR 2631(c), 2662(d) x

H089 | Primary and secondary containment designed and constructed to an engineering specification. 23 CCR

2631(b), 2631(d

W oe |2 | K> | o

P

>

>4

SECONDARY CONTAINMENT
¢ H048 } Secondary containment installed after July 1, 2003 is free of water. HSC 6.7 25290.1(c)(3), 25290.2(c)(3) A

H049 | Secondarily contained piping allows liquid to flow into the sump in the event of a leak. 23 CCR 2630(d),
2641(a) v?

H050 | Secondary containment maintained tight and has been confirmed by testing, HSG 6.7 25290.1(c), 25290.2(c), (
25291(a)(2), 25291(e) - 5 Q¥

HO51 | Spill bucket installed, liquid tight, 5 gallon capacity, working drain, and is corrosion résistant. 23 CCR K

X

2635(b)(1), 2665
. »
H052 | UST system is operated to prevent unauthorized release, including spills and overfills. HSC 6.7 25292.1(a)

Overfill prevention system has not been overridden and meets overfill requirements. 23 CCR 2635(b){2), 2665

Compliance with all operating permit requirements. 23 CCR 2712
HO76 | Tank system located in below grade structure meets the exemption conditions. HSC 6.7 25283.5(a) Y

H078 | Facility exhibited that the methods used to monitor the UST system meets the standards in 2643(f). 23 CCR

2630(d), 2643(f), 2644.1(a)(2) l\
H080 | Owner/Operator notified/prepared report upon discovery of unauthorized release. 23 CCR 2650(e), 2652; HSC
6.7 25295(a)(1

) ROUND STOR PR ) PIPE MO OR OPTIO OR DO
OPTION 1 - With turbine shut down, audible & visual alarms on all components, including dispensers

H028 | DW pressurized piping is continuously monitored with an audible/visual alarm system or stops flow at /‘
dispenser. 23 CCR 2636(f)(1)

H046 | LLD on pressurized piping monitors at least hourly, detects a 3.0 gph leak, and restricts/shuts off flow. 23 CCR
2636(f)(2) /
H027 | Piping monitored outside UDC is fail-safe and shuts off flow in UDC, or yearly fightness test. 23 CCR 2636(f)(5) f
OPTION 2 - With mechanical monitor or electrical sensor for dispenser shut down only ]
H028 | DW pressurized piping is continuously monitored with an audible/visual alarm system or stops flow at
dispenser. 23 CCR 2636(f)(1)

H046 | LLD on pressurized piping monitors at least hourly, detects a 3.0 gph leak, and restricts/shuts off flow. 23 CCR
2636(f)(2)

0.1 gph annual fine test performed and passed for pressurized piping without fail safe or shut down. 23 CCR
2636(f)(4); HSC 6.7 25290.2(g), 25291(f), 25292(e

RGENCY BACKUP GENERATORS

Emergency generator monitoring system activates and audible/visual alarm, is checked daily, log of checks is
available in lieu of LLD. 23 CCR 2636(9@_[{)(5)
HO74 | UST system below ground, connected to an emergency generator system, in in compliance with
exclusionfexemption requirements. HSC 6.7 25281.6(a) / A’
H083 | Unburied fuel piping visually inspected at least monthly and log kept. HSC 6.7 25281.5(b)(3)

<

¢ X

Revised: 04/20/2018



Double-Walled Underground Storage Tank — Inspection Report/Notice to Comply/Notice of Violation
Facility Name: T8 aVa G’F/;/IILA’ Date:

Site Address: 27 s/, ég‘ Agﬁéé& éé“ Page 3 of _A_
bolet

Ay A 93717

OBSERVATIONS / CORRECTIVE ACTION:
7/ b dr Qurial- A 2019 ST

M par :{:m ol ,%4{{'5»\. certrFicots or. Lng.'f' 2 o 24 A3

[ . [ 2 Zscrd w gr—

Mmontly f) 5 bu Gt‘ftvflc KJ/I/# Stertell e o }0/?. U er—

Aty uﬁ/f*(/ ar—e//g_ -{hs marpwé—_, SEPvice Lonlr /n ;/“"‘"d %Aﬁ’-
S Sl [ A AIppin . Therr o ps M#ﬂ Jnthe (////’ BoX HE
the coptre sof 2 pat Lox Ae) Hhe Alpm cioarah.

Recerd plocms - Lb Feel plave~ 2//7/17 weder i V;J&,(_g,/”/i;
Ll por| plpson ?//2_//} wate i yed o Z(12/65

Lo Forl Aaa 11 310} wnbara vpf Bex_ 2[R

L6 Ferl plova ///.5/)7 A//)—//»wuwm //lé/ﬁ

LY pleeen (Fillsom) 12, /zmvblzl; Brive cp 12}l

Lou b Svmp Byieg Ao~ (il2ilix  Topi€FRyean (i [=le

Jhiarx p, vk\al_ez.__zg:,em‘: the [Frer /nlv owx./b:;—,é 7 Amb
(ot sen] hols3 oF #hre ﬁwwf’vr"ﬂ a;,u.r/ﬁm Aﬁw- Borr— og»///ﬁﬁ

O No Violations Noted at Time of Inspection 1 NOTICE TO COMPLY (Minor Violations)
x NOTICE OF VIOLATION (Class | & 11) O NOTICE OF SIGNIFICANT VIOLATION (23 CCR 2717)

The marked items represent violations of the California Health and Safety Code, Chapter 6.7 (6.7 Cal. H&SC) and California Code of Regulations, Title
23 (23 CCR). A re-inspection may occur at any time on or after the compliance deadline to verify correction of violations. Failure to correct violations by
the compliance deadline will result in further enforcement action, including, but not limited to, re-inspection fee, fines, formal enforcement and/or
suspension or revocation of your Unified Program Facility Permit. All violations, except significant violations, are to be corrected and a copy of
this form and accompanying documentation, signed and returned within 35 days, certifying the correction of these violations. Significant violations
are to be corrected within seven (7) business days, or the CUPA may affix a red tag to the fill pipe of the applicable USTs.

Signature of Responsible Party* Print Name: X@ sz Date: X, h l(g,h i

The violations noted above mLW{d by;\\_____,-/v Significant violations must be corrected by:

Compliance Certification: As the owner/operator of the above subject business, | certify that all of the violations cited above have been
corrected.

Signature Print Name Date

Revised: 04/20/2018



SANTA BARBARA COUNTY Page & of £
CERTIFIED UNIFIED PROGRAM AGENCY

KZZS Camino del Remedio, Santa Barbara, CA 93110 | (805) 681-4900 | Fax (805) 681-4901
0 2125 S. Centerpointe Pkwy., Rm 333, Santa Maria, CA 93455 | (805) 346-8460 | Fax (805) 346-8485

Facility Name: (%2 A/ o/ Le /}/A Date: _¢&y Z) /Y.
Site Address: 277 .Y Lo Mﬂw /‘Am G2/ %ﬂ' A 73/177

Program(s) Inspected: U Business Plans U HW Generator KUST a APSA/SPCC U Cal ARP Q Tiered Permit U Plan Check U Other:

UNIFIED PROGRAM INSPECTION REPORT / NOTICE TO COMPLY / NOTICE OF VIOLATION

I Description of Violations / Corrective Action (continued):

H ooy vrolwtion : Fﬂ’f—'/ﬂé/ hrs pn o] UST frersx J/,’»@— Py
CEAS . 2. 3cer 2432 (A)(2)

obgrivation:  JAr Argpocss prf men Forre6 plnS suhkamitlrd jn CEAS

/3 .z'kﬁl)e,ﬁ_n‘t/’or W(/pafﬁf/i—'f Frees /)7€/ Arl
[ers M?")‘aﬂ-?‘ 7hr /Qfgw/wmm«/ L7 26324)2) ard
24 349 (L

Conrtivepetion! [ReusE pon: fﬂivé-/,/mv A R Ine fo
M&Mr For the Frt thatt #4p Fﬁai /5‘ cw st/ Fel)
Ak Ar/m»— Feom onw oF the Feasors  poshy
Fo b furlnved o Somroen sFFs1te o0 {hr mocfuil
/ﬁkr/ //ﬁ#/.s‘ to A M'r/"’.d A A)’ 4/

HOST vislatior: DO cochodel the Ma«r‘u/fmlafdfw &@rrf{ Are
CaM/r‘/c A ol Za frs hova érm Trasiwrd i~
pecovbrwr with  33%cern 25 (ed(2).

posrvatior.  NO Trmursfpe Preeehs pomlphle ot 75mr o~
Zopappettorn. Jpne valPer conFirmed #hpt— 20
7
Trwierl hps o ceoveld,

Cavrrcdren petion, Fav F, fir s +h e
StaF fIA St Arsibratod OST Zprrs Lo (5% oA
}MA/MV»?" A Fﬁa/t‘r [A—J/;mcx Trprnrs _arsBrmn

A-sbdnund At/ fé,- y, 4,,4/ A/&}V

Hazardous Materials Specialist: (S’/thq" p Phone No.: @0{* & (~-qlq8

Signature of Responsible Party Print Name Date /
li»/) 9

F tmelé@z




SANTA BARBARA COUNTY Page § of &
CERTIFIED UNIFIED PROGRAM AGENCY

x225 Camino del Remedio, Santa Barbara, CA 93110 | (805) 681-4900 | Fax (805) 681-4901
U 2125 S. Centerpointe Pkwy., Rm 333, Santa Maria, CA 93455 | (805) 346-8460 | Fax (805) 346-8485

Facility Name: i ‘A,/ @ﬁéﬂ/’/f"‘ Date: L///'z_//)
Site Address: __ 27 5 Lo ﬂpﬁm Lowr Galstir, pe $3N77

Program(s) Inspected: [ Business Plans U HW Generator XUST a APSA/SPCC d Cal ARP (O Tiered Permit 1 Plan Check U Other:

UNIFIED PROGRAM INSPECTION REPORT / NOTICE TO COMPLY / NOTICE OF VIOLATION

Description of Violations / Corrective Action (continued):

Hou] violphor:! Frtereliboll spunere 0F fhe 057773 vadmr loss it
VPH monitorids, HSC 25 280.I()

Ohservatro—: LY Pl Guap placr For fow Rrimeor 12:/3 ardiz)yl12.
A(soi DA Orlyy s } A k;w)‘ €vMA For Low Brise n—»od
Pricre wat }a /’/,{ (50#‘-)0 bo chpnd PFF Fhu
Igrrm-» r~— ‘f’er ;)/ Sun;t /5;:»1. Cphe/) 6/’FA /ﬁ& ﬂ»wl/
Thr Brisr ive LEA Scrgt pel) Tigpl) ¢ ) fhn Brior
Joe 2hR " e /Enr contrriar)

vt Actpon’  Thre sntenstioal gg&c—n_a%_zglagu»d
Steovtbe Tple. Shnt hr ool coflm Comsint

L hcvom ot Arg&w“ TAr Csh 25 ) drastitinl
L Oue D) mspdormed— prfioby sattFirs Fhrs

Ar @vmruzhmf

Houg (islatoy S rorbus, contairmed jng I0/luld pFte @4// 2003
- )3 Frer'of anl€r. HSe 6.7 252901635, 252%.268)

Cosprontio: | b Frl wlavs on ol3lis, 33, 113109,n0d
J LI5S ) ahsenta Fron— po ﬂzﬁm‘s Fhp+ wrte
(& Frtere b fhe  Lpid Pox.,

C oxyrdtton hedy— Sﬁm-ﬁ»«v Lonthimmot shell br consw otad,
QM,AWJ MA}-«-'}A'-"D -/'P fl&%
/kﬁ eS)en. ):\-/o ‘he S St r- 6»/ t}rﬁ HALL'IL“:)_,BMM-

v SurFren Rus_ofF

Hazardous Materials Specialist: SWZA'/"'/‘ Phone No.: 5725~ %[ - 4?4 §
Signature of Responsible Party Print Name Date 9
ot Viltltps <l 121+




SANTA BARBARA COUNTY Page é of_é
CERTIFIED UNIFIED PROGRAM AGENCY

x225 Camino del Remedio, Santa Barbara, CA 93110 | (805) 681-4900 | Fax (805) 681-4901
[ 2125 S. Centerpointe Pkwy., Rm 333, Santa Maria, CA 93455 | (805) 346-8460 | Fax (805) 346-8485

Facility Name: / =Y 5. Date: €7 '//)-//7
Site Address: 227 5. fA /A’/F’I"A' Aﬁ"‘"’" 2 Ké/‘/"" A F3U7

Program(s) Inspected: U Business Plans O HW Generator KUST O APSA/sPCC 0 Cal ARP CI Tiered Permit O Plan Check U Other:

UNIFIED PROGRAM INSPECTION REPORT / NOTICE TO COMPLY / NOTICE OF VIOLATION

. Description of Violations / Corrective Action (continued):

23 CeR 263G ISIA) vislatior . Emevbrrsy Lromutn mosrforrd

ﬁuﬁ%w\ Aedirontrs pp Awéré/k—/p/s w//}-[évu

15 Chwetend Am&/, Lib of ctroks }5 pvsclidle

(e [Ele 2/ LLA . CL.'»—\‘ LGALf)rl'I'v‘a‘m')

Chspnnton:  The mrciraics) Linge ok Prtrebo jassllrd

/s I‘-‘?"Wﬂ"e/ﬁ off peSivntrol brae Al ibln e svn] Alprmp..

Jhre m-zm/ﬁfuf' 5L/xf,'¢m /5 aeT Aoprrd Mﬂéf”&

PAJV )M,lzall__j o ﬁ:\/ Romod hetroric preemss.

Conpretive pedion:  (Op or heForpr. cetobea |, 2015, belrnbro-d |

ﬂvnsvrf'&rb A),dﬂé c,aa&—k»-—//'/ fo Af'é LW&M_,L

/ preoder sus//k most httor o Auf?m&/lé Linw Lrenk
le‘r"—iw cﬁlﬁ—Mr 2F Qrhoctt d pbimp FEAK prl) potivelnd

Iho— Auﬁab,ﬂ—»/p)sw*/ Alwvan

Hazardous Materials Specialist: J/b’ﬁ/z‘/}‘ e Phone No.: 5@{',53//4, 998

Signature of Responsible Party Print Name Date / /9
y/ G/t 2/,
C Laweo ViAAer
















































































